DEPARTMENT OF THE NAVY
NAVAL SUBMARINE BASE NEW LONDON
GROTON, CT 06349-5000

5090
NOO Ser/112
20 Nov 25

From: Commanding Officer, Naval Submarine Base, New London
To:  Child and Youth Program Parents and Staff

Subj: NAVAL SUBMARINE BASE NEW LONDON CHILD AND YOUTH PROGRAM
DRINKING WATER

Encl: (1) Overview of Re-Test Results and Actions
(2) Re-Test Results
(3) Testing Locations

1. The safety and wellness of children at our Youth Center (YC) are my top priorities. On June
3, 2024, we announced that all water outlets used for consumption at these facilities would be
tested for lead. In the sampling done in 2024, one outdoor spigot tested high for lead, and one
janitor closet sink was not sampled.

2. The outdoor spigot was replaced this past summer, and both the spigot and the janitor closet
sink were tested on August 13, 2025. We received results of this water testing, and all samples
from sites potentially used for consumption tested below the new Navy screening level for lead
of 10 parts per billion.

3. A summary of the effort to sample and test at the YC is discussed in enclosure (1),
Overview of Results & Actions. Additionally, a spreadsheet showing the testing results are
provided in enclosure (2), and revised floor plan showing the location of the testing performed
on August 13, 2025 is provided as enclosure (3).
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2025 Overview of Re-test Results and Corrective Actions for Lead in Drinking Water,
Naval Submarine Base New London Youth Center

The Navy is committed to maintaining safe drinking water on its installations. Drinking water
supplied to the Navy by Groton Utilities and the Navy’s own water distribution systems
serving the main base and the housing areas are regularly tested and are in compliance with the
Safe Drinking Water Act. In the sampling done in August 2024, all locations met Navy
standards except that one outdoor spigot tested high for lead and one janitor’s closet sink was
not sampled. The Navy has adopted the recommendation as policy. Additionally, the Navy
revised its own internal policy in July 2024 by lowering the corrective action level from 15 ppb
to 10 ppb to align with the U.S. Environmental Protection Agency’s (EPA) proposed revisions
to the Lead and Copper Rule (LCR).

Contractor personnel conducted lead re-testing at the Naval Submarine Base New London
(SUBASENLON) Youth Center (YC) in August 2025 in accordance with Navy and EPA
guidelines. The sample was sent to a state-certified laboratory for analysis.

At the SUBASENLON YC one outside spigot and one janitor closet sink were sampled for
re-testing, totaling two samples that were collected and sent out for analysis. Both samples
had results showing levels below the new Navy action level for lead in drinking water in
schools and childcare centers of 10 parts per billion (ppb).

It should be noted that faucet aerators (or tap aerators) are commonly found at the tip of
modern indoor water faucets to help save water and reduce splashing and these are also used at
the YC. However, caution must be used as the aerator and screen can trap debris which can
accumulate lead. Navy policy mandates that all aerators used at these facilities be checked and
cleaned regularly. YC staff and the Public Works Department at SUBASENLON work
together to ensure that all acrators used at the YC are maintained in strict accordance with the
Navy policy.

EPA sampling protocol requires that water not be used for between 8 and 18 hours prior to
first draw sampling. Therefore, initial sampling results were from first draw samples
collected early in the morning before any water was used. To learn more about lead in
drinking water in schools and day care centers visit the following EPA website:

https://www.epa.gov/ ground-water-and-drinking-water/basic-information—about—lcad—drinking-water

To learn more about water quality from your public water supplier or see specific water quality
information regarding SUBASENLON and Housing, see their annual water quality reports
available by using the following websites:

https://grotonutilities.com/195/Water-Operations
https://cnrma.cnic.navy.mil/Operations-and—Management/Enviromnental-Support/Drirﬂdng—
Water-Quality-Information/

If you have questions on the sampling program contact the SUBASENLON Public Affairs
Office at (860) 694-5980. If you have any health questions or concerns, you are encouraged to
contact your health care provider or, if you are a TRICARE beneficiary, use the

resources at the Naval Health Clinic.
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Re-Test Results

Table 1. Summary of Resulits

WASHING

JANITOR CLOSET

SAMPLING

RESULTS
LIPA-YC-IC

JANITOR CLOSE™ SINK

SAMPLING LOCATION DESCRIPTION RE-SAMPLING RESULTS
Target Level = 10 ppb
CATEGORY BUILDING ROOM SAMPLE Outlet Description First Draw Retest required? Date of Fixture
Water Intended For: 1D {ppb) Secured
Detection Limit = 10

8/12/2025

OUTDOOR

|B905

loutsipe

Jueavcos |

OUTDOOR SPIGOT. [

8/12/2025

able 2. Summary Statistics
CATEGORY INITIAL SAMPLING RESULTS RE-SAMPLENG RESULTS (For Samples > 10 ppb) POST REMEDIATION
Sample Date: 08/14/24 RESULTS
First Draw First Draw > 10 ppb Water Fountain Follow|  Follow up Flush First Draw > 10 ppb
Total Washing 1 N/A
Total Washing > 10 ppb 1 N/A
Qutdoor 1 N/A
Qutdoor > 10 ppb 1 N/A
Total Samples 2 N/A
| Total Samples > 10 ppb 2 N/A
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